
To: Restaino, Mark[restaino.mark@epa.gov] 
Cc: Rich Mycue (rmycue@dmoilmn.com)[rmycue@dmoilmn.com] 
From: Scott Hansen 
Sent: Tue 4/15/2014 3:43:32 PM 

Mark, 

Attached are documents requested (photo of ATG, last two months tank tests, verification of 
tank and dispenser layout). I met Rich 

Mycue on-site April9, 2014. The last two months of tank tests are photocopied in addition I 
looked at one from Sept. 23, 2013. On all the 

tests the difference between unleaded tank 1 and 3 is approximately 1 inch. 

I have also attached a copy of the third party certification for the ATG. In the comment section it 
states "the A TG is not evaluated using manifolded tank systems. Therefore, this certification is 
only applicable when there 

Is a probe in each tank and the siphon is broken during testing. I did verify three probes, one in 
each tank. I have not worked with many facilities that have tanks manifolded, certainly a 
learning experience in putting 

The pieces of information together. 

Scott Hansen 
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